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HSFLGLO8R00019

AMEND 0006
20F3
BLOCK 14 CONTINUED
This amendment is issued to incorporate changes to the statement of work.
A. Section C, subparagraph 3 is changed as follows:
FROM: “3. SCOPE: The contractor shall provide all personnel, equipment, hardware,

software, tools, materials, supervision and all other components necessary to engineer, furnish
install and test the upgrade of the Telecommunication Room located in Building 91

Glynco, GA as identified in APC Design Solution number: ISX53025-777 (Attachment

K). The upgrade shall include, but is not limited to, the following:...”

TO: 3. SCOPE: The contractor shall provide all personnel, equipment, hardware, software,
tools, materials, supervision and all other components necessary to engineer, furnish install and
test the upgrade of the Telecommunication Room located in Building 91

Glynco, GA. The upgrade shall include, but is not limited to, the following:...”

B. Section C, subparagraph 8 is changed as follows:

FROM: “8. GOVERNMENT-FURNISHED EQUIPMENT AND INFORMATION: All
information provide to the contractor shall be considered For Official Use Only. All personnel
who are involved in the project and have access to this information shall be required to sign non-
disclosure forms. At the end of the contract all material shall be returned to the government.

a. Attachment A McQuay Chiller 75 Ton

b. Attachment B Generator Requirements

c. Attachment C (1) PSX-PDU120V Requirements

d. Attachment D (2) PSX-PDU120V Requirements

e. Attachment E UPS Requirements

f. Attachment F Project Management Template (Guide, Tailor as needed)

g. Attachment G Test Plan Template (Guide, Tailor as needed)

h. Attachment H Non-Disclosure Forms

i. Attachment I Weekly Status Report Template

j. Attachment K Infrastructure Central Standard

k. Attachment L Services

1. Attachment M Chilled Water Units Requirements

m. Sketch SK-1, General Work Area Building (91)

n. Sketch SK-2, General Work Area Building (92)”



HSFLGLO8R00019
AMEND 0006
30F3

BLOCK 14 CONTINUED

TO: 8. GOVERNMENT-FURNISHED EQUIPMENT AND INFORMATION: All
information provide to the contractor shall be considered For Official Use Only. All personnel
who are involved in the project and have access to this information shall be required to sign
non-disclosure forms. At the end of the contract all material shall be returned to the government.

a. Attachment A McQuay Chiller 75 Ton

b. Attachment B Generator Requirements

¢. Attachment C (1) PSX-PDU120V Requirements

d. Attachment D (2) PSX-PDU120V Requirements

. Attachment E UPS Requirements

f. Attachment F Project Management Template (Guide, Tailor as needed)
g. Attachment G Test Plan Template {Guide, Tailor as needed)
h. Attachment H Non-Disclosure Forms -

i. Attachment I Weekly Status Report Template

3. Reserved

k. Attachment L Services

1. Attachment M Chilled Water Units Requirements

m. Sketch SK-1, General Work Area Building (91)

n. Sketch SK-2, General Work Area Building (92)

C. Delete Attachment K in its entirety.

MW*WWW*M**MW*M*END AMENDNIENT*MHM**M**M**WWWH*



